
123 LAND VEHICLE FUELING/DISPENSING FACILITIES

This category code group is for facilities serving official vehicles and
equipment. For private vehicle dispensing facilities, see Category Code 740
series.

123 10 FILLING STATION (OL)

A filling station is a fueling facility for official vehicles on Navy and
Marine Corps installations. As a facility, a filling station will include
fuel dispensing pumps, access roads, tanks, area lighting, shelter, and
fire protection. The 6- by 6-foot shelter should be enclosed in the event
of inclement weather. There shall be three pump operated dispensing out-
lets for each 250 gasoline engine vehicles in the official motor pool.
There shall be at least one pump operated outlet for each type of grade of
fuel. Each pump shall be connected to a buried 5,000-gallon storage
tank. The facility should be located in the vicinity of the motor pool or
vehicle maintenance shop. The total amount of storage capacity in each
station should be approximately twice the capacity of all fuel tanks of
vehicles assigned to an activity.

In addition to an administrative shelter which should be approximately 6
by 6 feet, each pump will require a minimum of 400 square feet of fueling
space. This does not include space for maneuvering and/or parking. The
storage capacity of this facility will not be included as part of category
code 124 50, Vehicle Ready Fuel Storage.

123 15 FILLING STATION BUILDING (SF)

This code is to be used for reporting administrative shelters associated
with a filling station.
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